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REPLACE EXISTING HM DOOR AND FRAME
SEE DETAILS 2&3/000-G008
HARDWARE: HW-E1

REPLACE EXISTING HM DOOR AND FRAME
SEE DETAILS 2&3/000-G008
HARDWARE: HW-E1

TRANSFORMER
ROOM

EXISTING TRANSFORMER TO BE REMOVED AND REPLACED WITH NEW.

BREAK OUT CONCRETE WHERE EXISTING PRIMARY CONDUCTORS
COME UP THROUGH THE FLOOR. DIG DOWN TO PROVIDE NEW
WATERTIGHT CONDUIT AND COUPLING.

EXISTING CONDUITS TO PANELBOARDS TO REMAIN -
CONDUCTORS TO BE REMOVED.

EXISTING SWITCH AND LIGHTING FIXTURES TO BE REMOVED
AND REPLACED WITH NEW.

EXISTING PANEL TO BE REMOVED AND REPLACED WITH NEW.

REMOVE EXISTING GROUND ROD AND REPLACE WITH NEW.
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KEYED DEMOLITION NOTES
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NEW DRY TYPE TRANSFORMER. MAKE FINAL
CONNECTIONS WITH EXISTING CONDUCTORS.

NEW WATERTIGHT CONDUIT AND COUPLING CONNECTION
TO EXISTING CONDUIT. PATCH CONCRETE TO MATCH
EXISTING.

NEW MAIN SERVICE PANELBOARD.

INSTALL AND MAKE FINAL CONNECTIONS TO NEW SWITCH
AND LIGHTING FIXTURE.

NEW PANEL IN EXISTING PANEL LOCATION. MAKE FINAL
CONNECTIONS TO NEW CIRCUIT BREAKERS FOR ALL
EXISTING CONDUCTORS.

INTERCEPT AND EXTEND EXISTING CONDUIT WITH NEW
CONDUCTORS TO NEW MAIN PANEL.

PROVIDE BLANK COVER PLATE AT EXISTING JUNCTION
BOX IN CEILING.

PROVIDE NEW 3/4" DIA. X 8'-0" CU DRIVEN GROUND ROD.

1

2

KEY NOTES

3

4

5

6

7

8

METHOD OF PROCEDURE
(M.O.P.) REQUIRED

M.O.P SHALL INCLUDE THE FOLLOWING:

•  OUTAGES AND DURATIONS.

•  STEP BY STEP METHOD OF EQUIPMENT REPLACEMENT.

•  SEQUENCE OF STEPS TO COMPLETE WORK.

•  TEMPORARY GENERATOR / POWER REQUIRED
    AND AREAS AFFECTED.

•  FOR ALL ADDITIONAL M.O.P. DIRECTIONS, REFER TO
   SPECIFICATIONS.

•  NOTIFICATION AND APPROVAL BY VA PERSONNEL.

NOTE: NO WORK SHALL BE PERMITTED
ON ANY ENERGIZED EQUIPMENT.

1. THE DRAWINGS APPROXIMATE THE SIZE AND DETAIL OF THE EXISTING

CONDITIONS AND THIS SHOULD NOT BE INTERPRETED TO BE A

PRECISE REPRESENTATION.  THE CONTRACTOR SHALL VISIT AND

EXAMINE CAREFULLY THE AREAS AFFECTED BY THIS WORK TO

BECOME FAMILIAR WITH THE EXISTING CONDITIONS AND WITH THE

DIFFICULTIES THAT WILL AFFECT THE EXECUTION OF THIS WORK.

THIS VISIT SHALL BE MADE PRIOR TO SUBMITTING A BID FOR THE

WORK OF THIS CONTRACT.

2. FURNISH AND INSTALL ALL REQUIRED CONDUITS, WIRES, CABLES,

FITTINGS, BOXES, HARDWARE, ETC. IN ORDER TO MAKE A COMPLETE

ELECTRICAL SYSTEM READY FOR OPERATION.  CONDUITS SHALL BE

RUN IN THE LEAST OBTRUSIVE MANNER POSSIBLE.

3. FINAL LOCATION OF ALL EQUIPMENT SHALL BE DETERMINED IN THE

FIELD AND SHALL BE INSTALLED AS DIRECTED BY THE RESIDENT

ENGINEER.  WHERE STRUCTURAL OPENINGS ARE NOT AVAILABLE,

THE CONTRACTOR SHALL CORE DRILL WALLS AND FLOORS AS

REQUIRED TO PERMIT THE PASSAGE OF CONDUITS.  THE

CONTRACTOR SHALL PROVIDE A MARKED-UP PLAN WITH LOCATIONS

AND SIZES OF PENETRATIONS FOR REVIEW AND APPROVAL OF THE

RESIDENT ENGINEER PRIOR TO ROUGH-IN.

4. AT THE COMPLETION OF INSTALLATIONS, THE CONTRACTOR SHALL

FILL IN AND WATERPROOF OR FIRESTOP ALL PENETRATIONS WITH

MATERIALS PER THE SPECIFICATIONS.  ALL PENETRATIONS THROUGH

FIRE RATED ASSEMBLIES SHALL HAVE A FIRE STOPPING MATERIAL

THAT MEETS OR EXCEEDS THE RATING OF THE ASSEMBLY.

5. THE CONTRACTOR SHALL MAKE EVERY EFFORT TO INSTALL ALL

FEEDER RUNS CONTINUOUS (I.E. NO CABLE BREAKS).  IF SPLICING OF

CABLES IN BOXES BECOMES NECESSARY, USE AN INSULATED

MECHANICAL SPLICE BLOCK ASSEMBLY.

6. ALL WIRING METHODS FOR THIS PROJECT SHALL BE INSTALLED IN

COMPLETE ACCORDANCE WITH THE LATEST VERSION OF THE

NATIONAL ELECTRIC CODE., ARTICLE 300.  ALL WIRING SHALL BE

INSTALLED IN A UL LISTED METHOD.

7. THE CONTRACTOR SHALL X-RAY ALL FLOORS PRIOR TO CORE

DRILLING FOR NEW PENETRATIONS.

ELECTRICAL GENERAL NOTES
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G

G G

NEW DRY-TYPE
75 KVA TRANSFORMER
416OV PRI
120/208V 30-4W SEC.

FLOOR

PANEL
A

PANEL
B

PANEL
C

NEW GROUND ROD

TO BUILDING INCOMING
WATER SERVICE

#2  BARE COPPER

4# 350 KCMIL - 3 1/2" C

NEW WORK

EXISTING

LINETYPES

NEW  / EXISTING

EXISTING INCOMING
SERVICE CONDUCTORS
WITH REPAIRED CONDUIT-
MAKE FINAL CONNECTION

4# 1 & 1# 8 GRD IN
EXISTING CONDUIT

4# 3/0 & 1# 6 GRD IN
EXISTING CONDUIT
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SHORT CIRCUIT RATINGS OF EQUIPMENT

ALL AIC RATINGS SHALL BE DETERMINED BY THE RESULTS OF THE SHORT CIRCUIT /
COORDINATION / ARC FLASH STUDY. SEE SPECIFICATIONS FOR DETAILS

 GENERAL PANEL  NOTES:

ALL REPLACEMENT PANELBOARDS SHALL HAVE A TYPEWRITTEN DIRECTORY
TO MATCH THE DIRECTORY OF THE PANEL THAT WAS REPLACED

AS DETERMINED BY STUDY.1.

2.


